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LIGHTING FIXTURE SCHEDULE NOTES
TYPE | VOLTAGE LAMPS WATTS/F IXTURE DESCRIPTION NOTES 1. ALL FLUORESCENT FIXTURES SHALL BE SUPPLIED WITH ENERGY SAVING. HPF ELECTRONIC
; BALLASTS AND SHALL PROV THAN OR EQUAL TO 10% THD RAPID START.
i [ 120 | aerseressenso 12 {o UL NOUNTED FLUORESCENT e s AN R B T 1R TR RS 2
2. PROVIDE RADIO INTERFERENCE FILTERS (RIF) FOR ALL FLUORESCENT LIGHT FIXTURES.
£3 120 2 —F32T8/5PX50 79 4" GENERAL PURPOSE INDUSTRIAL FLUORESCENT FIXTURE W/WIRE GUARD EMERGENCY BATTERY PACK-
COLUMBIA #IC4-232-EB8-120-1CWG4 BODINE: REDITEST B505T
2'X4" RECESSED FLUORESCENT FIXTURE WITH 18 CELL LOUVERS AND LOW IRIDESCENT FINISH
_ E 120 3-F32T8/5PX50 107 COLUMBIA #HC24-3326-L529-S-EB8-120
- 120 S 26 SURFACE SCONCE. COMPACT FLUORESCENT LAMPS REMOTE MOUNT EMERGENCY BATTERY PACK.
LITHONIA #AVSP 2 32DTT MDR 120 (PROVIDE WITH BODINE REDITEST BALLAST) BODINE: REDITEST B505T. ABOVE FINISHED CEILING
G ] WALL-MOUNTED METAL HALIDE FIXTURE WITH QUARTZ RESTRIKE o
H1 120 1-100W MH 125 CITHONIA #WSR TOOM FT 120 QRS pE MOUNT 9'-6" AFF, UON
‘1 120 LD : WALL-MOUNTED LED EXIT SIGN WITH SINGLE FACE WALL MOUNTED SIGNS SHALL BE MOUNTED FLUSH
BEGHELL I #0L2-SA-LR-1-C-WR WITH WALL. COORDINATE WITH OTHER TRADES.
INCLUDING DRYWALL INSTALLATION.
MOUNT 1'-0" ABOVE DOOR. UON
I__
E
D
C
SCALES SHOWN FOR 22" X 34" SHEET. ADJUST SCALES FOR OTHER SIZES. PAGE OF 63
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